Abstract: This paper presents the analysis of a novel framework of study and the impact of different market design criterion for the generation expansion planning (GEP) in competitive electricity market incentives, under variable uncertainties in a single year horizon. As investment incentives conventionally consist of firm contracts and capacity payments, in this study, the electricity generation investment problem is considered from a strategic generation company (GENCO) s perspective, modelled as a bi-level optimization method. The first-level includes decision steps related to investment incentives to maximize the total profit in the planning horizon. The second-level includes optimization steps focusing on maximizing social welfare when the electricity market is regulated for the current horizon. In addition, variable uncertainties, on offering and investment, are modelled using set of different scenarios. The bi-level optimization problem is then converted to a single-level problem and then represented as a mixed integer linear program (MILP) after linearization. The efficiency of the proposed framework is assessed on the MAZANDARAN regional electric company (MREC) transmission network, integral to IRAN interconnected power system for both elastic and inelastic demands. Simulations show the significance of optimizing the firm contract and the capacity payment that encourages the generation investment for peak technology and improves long-term stability of electricity markets.
Introduction
Over the last decade, due to a shear need to improve economic efficiency and promote sustainable development in electricity generation, transmission and distribution, the power systems industry has been subjected to major interventions to optimize the core structure of electricity markets and its regulation [1] [2] [3] [4] [5] [6] [7] . This is envisioned as by creating a competitive environment in the generation
• A supply function model for spot markets, which is a generalized realistic model example of spot markets compared with optimization attempts of [30] [31] [32] [33] , although these attempts have been restricted on a single-level topology approach; • In our study, for the first time, the investment problem is uniquely proposed on a bi-level, being critical to include factors like the transmission constraints, which have not focused thorough in previous attempts [30] [31] [32] [33] [34] . In addition, the proposed model has been considered between one strategic GENCO, compared with non-strategic GENCOs, being unique for a multi-vendor strategic framework development for global strategy implementation planning while the proposed models in [30] [31] [32] [33] [34] [35] have no strategic GENCO. • A range of variable inter-dependency scenarios to emulate the uncertainties pertaining to non-strategic GENCOs is also addressed while the models in [31, 33, 34] do not have any uncertainty; • The capacity payment policy as per the investment incentive is also considered where this offers a unique policy feature to inter-relate the investment incentive to the capacity payment while this policy has not been considered in papers [16, [30] [31] [32] [33] [35] [36] [37] [38] [39] ; • The firm contract policy is also incorporated into the central design of investment incentive which focuses uniquely on the co-existence of an inter-relating investment incentive for the firm contract for a given capacity payment schedule while the firm contract has not been considered in [16, [30] [31] [32] [33] [34] [35] [36] [37] [38] [39] [40] .
•
In this paper specifically, a unique pre-requisite for a new emerging concept of smart hybrid energy markets being central to smart energy generation and distribution, including both capacity payment and firm contract, is also encompassed in the proposed model under the simultaneous scenario existence of two independent investment incentives, being considered simultaneously. A conventional practice [16, 18, [30] [31] [32] [33] [34] 37, 41, 42] to implement mathematical programming with equilibrium constraint (MPEC) framework model to evaluate power generation investment incentives exists.
In our case, we utilize and co-optimize the MPEC model for inter-relating the impact of both the firm contract and capacity payment on the global investment behaviour of electricity market structure.
• Furthermore, in this context, the reliability indicators for different markets can also be monitored and compared concurrently with each other, as this approach offers a unique adaptability to apply this method to a range of power networks.
• All demands in this paper are considered in two cases: elastic and inelastic, so that the price cap can be considered for strategic GENCO offers in market with inelastic demand. Some insight on the nature of market demands, such as elastic in [36, 37, [40] [41] [42] , or as inelastic as in [18, [30] [31] [32] [33] [34] 37, 41] have also been compared.
In this study, the effect of investment incentives and different electricity markets has been examined on a generation capacity expansion criterion, as from a strategic GENCO perspective under uncertainties in a single year horizon, which is eligible for the electricity market above, such as: the energy only (EO), capacity payments (CP), firm contract (FC) and smart hybrid (SH) markets. In particular, the hybrid category is the market subjected to unique importance that includes the investment incentives of combining a co-existing capacity payment as well as a firm contract. Therefore, this is specifically considered in this study. For this purpose of consideration, the investment criterion solution is modelled as a bi-level steps' optimization method, with the ease of expansion and adaptability to bi-level architectures, where the first and the second-level steps are related to investment problem (planning level) and operation problem (operation planning), respectively. The hierarchy of the method is divided into different levels. The first-level that includes decisions taken by a strategic GENCO who investigates installments of new generating unit in the future possible productions, in order to maximize the total profit in the planning horizon. In this criterion of markets, a strategic GENCO competes with non-strategic GENCOS (as rival GENCOs) both in investment and operation. The second-level models the above responses provided by a competitive fringe in terms of production bids, which are sorted by a market operator, who clears the market obtaining locational marginal prices (LMPs) as dual variables of the nodal balancing constraints. It is assumed here that the contractual revenues are paid to only new generating units, whereas the capacity payments are considered to be paid to all available units. In this model, demands are considered both as elastic and inelastic to price. In addition, all competitor uncertainties on offering and investment are modelled using different sets of scenarios. In addition, add-ons of reliability indicators are obtained for each year of the planning period in the proposed markets.
Proposal Algorithm for Optimizing GEP in Different Markets
The problem flow chart structure is presented in Figure 1 . The functionality of the algorithm relies on initializing with decision-making on the type of energy market to be determined first at the beginning of process flow implementation. Both new and existing units and sub-units of individual elements are included in the incentive payment capacity, while, for the firm contract and hybrid markets, only new units are included in the incentive firm contract, in order to distinguish between different classes of markets, and to correlate the interoperability. The investment criterion solution in the first-level is applied with the aim of maximizing the net profit of the strategic GENCO in total planning duration of its controllable functionality. The second-level variables include investment by strategic GENCO and strategic GENCO offers for the new and existing units. These variables have a certain critical dependency on the first-level solution variables, which are parameterized at this stage for interoperability verification between first and second-level variables. The strategic GENCO can only make one investment decision as per decision step, as it is critically improbable to estimate exactly which scenario is going to occur in real-time initialization and parameterization conditions. The nature of energy demand is then also selected in the initialization stages of the second-level solution. It is noteworthy that the objective function in a second-level solution algorithm is designed to maximize the social welfare if demands are classified as elastic in nature to the energy price. In this case, demands presented bids for buying energy from the suppliers GENCOs available in the current market sector; as such, this objective function should minimize the operational cost of the total units if demands are inelastic in nature to the energy price. Inherent within the characteristics of this objective function, the numerical algorithm is optimized and regulated for any scenario of demand block phase. In this case, the firm contract and hybrid markets' effect on the production and consumption is algorithmically balanced under any constraints experienced because they have the similar correlation with the incentive firm contract in their respective policies at the first place, and the part of consumption is matched according to the firm contract volume considered. The variables include the production, consumption, market clearing prices and angle buses, which are inter-correlated with each other. In addition, the variables in the second-level are considered as variables for the first-level. By using the above architectural algorithm implementation, the operational solution for the first-level is optimized regressively as such by already considering the second-level constraints for each scenario, along with each demand block, which their respective second-level outputs calculations are fed back to the second-level inputs, thereby closing the loop of full functionality of algorithm emulation cycle. For simplicity, the time blocks are not shown in the algorithm flow chart implementation, while it is presented in the pseudo-code structure representing Algorithm 1.
The functionality of this algorithm is specifically designed to: initialize in with decision-making on the type of energy market considering new and existing units included in the incentive payment capacity, firm contract and hybrid markets, deciding investment criterion solutions based on optimizing first and second-level solutions maximizing different attributes, for real-time initialization and parameterization for interoperability verification, maximizing the social welfare while minimizing the cost efficiency for demands under classification of elastic or inelastic nature of energy prices by numerical algorithm optimization for each demand block balanced under any constraints and consumption matched. 
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Converting Bi-Level to Single-Level
In this paper, the proposed market structure and logical pseudo algorithm implementation is expressed using a bi-level optimization model architecture to implement the proposed optimization of different power generation investment and planning incentives under variable uncertainties, as envisioned under an inter-operability strategy using a single-level problem (e.g., MPEC) structure, and then utilize a mixed integer linear program (MILP) linearization
The bi-level model can be solved both heuristic algorithmic methods and the General Algebraic Modeling System (GAMS, GAMS Development Corporation, Washington, DC, USA) solvers [43, 44] . However, given the ability to solve model MIP by GAMS solvers, this is fundamentally used to solve the model solution as proposed in our case study. For this purpose, first, the bi-level model should be converted into a single-level linear solution, and then the optimization of these emulated solutions is obtained using the considered GAMS available solvers, as illustrated in a logical implementation structure of Figure 2 . For our case, the envisioned second-level solution has inherent constraints, including the DC power flow integration, limitations of stand-alone unit production and balanced production and consumption equilibrium for the full cycle loop of algorithm; therefore, the second-level per solution is required to have a linear response, and therefore classified as a convex type algorithm. For this consideration, the bi-level optimization solutions proposed above are converted into a single-level optimization solution by using the karush kuhn tucker (KKT) conditions of second-level [28, 42] , by considering an implementation of a MPEC [29, 45] , which is then rigorously linearized by the theoretical boundaries and principles of bigM and the strong Duality theorem and then the mixed integer nonlinear problem converted to a MILP. Furthermore, complimentary constraints obtained from KKT conditions are linearized using the theoretical boundaries and principles of bigM algorithmic implementation [46] . In an overall functionality point of view, therefore, the above logical architecture of a heuristic type algorithm, along with GAMS solver implementation obtained by purely a mathematical model expression, defines the key ability of the MILP solution, which performs a full linearization of all nonlinear variable correlations, so that it is within the solvable boundaries of MILP in GAMS solver functionality.
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Considering Uncertainty
In this research, the investment incentives by non-strategic GENCOs as suppliers are modelled as uncertainty scenarios that as shown in Figure 3 . For the purpose of simplification, four different basic level scenarios are assumed for investment incentive emulation purposes by non-strategic GENCOs, while this model implementation can also be extended to a multiple integration of large number of scenarios and can be considered with ease of flexible integration and application to other models. To exemplify the unique feature of this proposed novel framework of algorithmic implementation based on MPEC structure, any given scenarios, as in our case the ones illustrated in Figure 3 supposedly considered to be identical for all energy markets, thereby choosing the above implementation for enhanced impact identification of a versatile range of different markets on their investment performance for different strategic GENCO, can be achieved. In addition, price offer of non-strategic GENCOs is assumed to be equal to a marginal cost of generation unit of non-strategic GENCOs. No investment with probability 10%
Investment 350 MW with probability 50%
Investment 400 MW with probability 25%
Investment 450 MW with probability 15% Figure 3 . The emulation structure of four different basic levels scenarios proposed for investment by non-strategic GENCOs. Figure 4 shows the two-level model, the relationship between the different levels and variables related to each level. Only the first-level variables are the invested capacity by the strategic GENCO including variables Z(F 1 ), V(Q 2 ) and offers of strategic GENCO on the market for the sale of electricity produced by their existing L(F 2 ) and new units L(F 1 ), and offers of non-strategic GENCO L(F 3 ) which are determined according to maximizing the profits of strategic GENCO. These variables on the second-level have a certain amount and they are parameterized. Inputs of the first-level model are IB, IC, dc, V(Q 1 ), C(F), WDB, WSW. Only the second-level variables include the variables the production, consumption, buses angle including Z(F) and market clearing prices L(F 5 ) and dual variables of second-level constraints including Dual 
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Mathematical Formulation
In the following sub-sections, the algorithmic emulation and optimization of the proposed framework is detailed in the mathematical formulation:
Bi-Level Model Formulation of Markets
The stochastic nature of investment incentives solution is formulated using the following bi-level model that comprises a first-level solution phase of Equations (7)- (14), and a collection of second-level sub-solutions, Equations (15)- (19) .
For all the mathematical expressions defined, all dual variables are indicated at the relevant terms of constraints by a following notation of "colon" to mark the dual input of variables.
The following describes the mathematical numerical formulation:
{t, e, w, n}, F 3 : {t, o, w, n}, F 4 : {t, j, w}, F 5 : {t, n, w}, F 6 : {t, n, m, w},
For the above, all variables related to F 1 include indices {t, a and w}. For the rest of the F series, everything is defined in the same way. All variables related to Q 1 and Q 2 includes indices {a, h} and {a, h, w}, respectively, as an example case study. All sets have been defined in the formulation structure as included in the pre-defined sets of Z(F), L(F), Z(F), Z(F), C(F) and V(Q). The constitutional structure and variables of all sets are as follows:
G SN is power produced from a new generation unit of a strategic GENCO, in demand block t and scenario w (MW). For all of the above, the mathematical expressions that have been generically structured for an example Z equals the G variable for category of SN as a function of F 1 : Z(F 1 ) = G SN . The equivalent variables Z(F 1 ) and G SN include the indices t, a, w and n, since F 1 includes the indices t, a, w and n, respectively:
Equation (7) is defined as starting the negation from the expected profit (investment cost minus expected revenue) of a strategic GENCO suppliers' allocated budget in a given planning horizon, which is comprised of three expressions as: the terms of profit function (i.e., Equation (7)) is the associated net profit of strategic GENCO in EO, FC and CP markets, respectively. The net profit of a strategic GENCO in FC and CP markets is in fact equal to the net profit of that GENCO in a hybrid market environment, where EOPROFIT, FCPROFIT and CPPROFIT are defined as:
The term of Equation (8) is the net profit of strategic GENCO in the EO policy that comprises two terms in itself. The first term of the profit function (i.e., Equation (8)) is the expected profit obtained by selling energy in the spot market. The second term of profit function (i.e., Equation (8)) is associated with the investment cost for that market investment. Note that F 1,2,3,4,5 ∩ F 6 : {r, t, n, w} means that variables F 1,2,3,4,5 and F 6 are comprised of indices of variables which are the same.
The term of Equation (9) is associated with the expected profits of the strategic investor obtained by selling a pre-determined part of the production in a firm contractual market. The FCV is the percentage of the capacity of the new unit that can be purchased from the strategic GENCO, in terms of their firm contract, which is considered as a pre-requisite. In our research case study, the FCV is considered to be 10% for stability purposes:
The term of Equation (10) is the expected profit obtained from the capacity payments:
The term of Equations (11) and (12) are the conditional statements for setting investment options only available to discrete blocks. For all these numerical expressions, they impose the condition that only one technology is binding and determines the new technology to be installed at each bus of the system:
In addition, to comply with the limitations of cost margins and positive loop implementation to reduce redundancy, the investment budget limit is represented by terms Equation (13) , and the term Equation (14) makes sure that offers to strategic GENCO for its new and existing units are also always positive values, numerically.
The market clearing solutions are represented by the objective function Equation (15) along with terms of Equations (16)- (19) .
The unique feature of the above mathematical expression of objective functions is that both elastic and inelastic conditions can be considered. If demand is elastic to the price, the objective in the second-level maximizes the social welfare, numerically expressed by the adjoining term of:
However, if demand is inelastic to the price, the objective in the second-level minimizes the operation cost, numerically estimated by the summation and multiplication of GENCOs production and operation cost of GENCOs unit
The optimization of the objective function in the second-level solution is obtained by considering Equation (15) :
Equation (17) imposes power bounds for the blocks of generation constraints, the power flow and the angle bounds:
Equation (18) represents the energy balance at each bus, being the associated dual variables LMPs or nodal prices for global variable.
For the above, when the demand is inelastic to the energy price, the Z(F 4 ) = Z(F 4 ) satisfies the condition in Equation (17) and Z(F 6 ) takes the form:
Equation (19) defines the power flow through transmission lines using a loss-free DC model. In addition,
Equation (20) regulates the voltage angle at each bus for the reference bus. The following on mathematical implementation, as illustrated before in Figure 3 , describes the linearization methodological conversion of the bi-level topology solution to a single-level structure by using the KKT conditions of first-level [5] based on the features of equilibrium constraints of MPEC, and linearization optimization of MILP, which is presented in the next section.
The following describes the mathematical numerical formulation describing the objective function and the associated constraints as follows:
1.
Objective Function
To complete the conversion of bi-level solution to a single-level optimization structure, a linear expression for the term
, which is the expression for strategic incoming in the operation market, is obtained by using a strong duality theorem and dedicated KKT equalities under pre-defined KKT conditions [16] . So far, all mathematical manipulation assumes the compliance by equilibrium constraints of MPEC and linearization by MILP.
The strong duality theorem is preferred here because it is specifically required for optimization integration of a mathematical algorithm that is convex in nature; the objective functions of this type of primal and dual solutions have the same output value at the optimum limits, which is the feature in our case. The strong duality theorem is presented as follows:
where rearranging and summating just for the term DUAL,
[1] First-level constraints
The above terms of constraints are expressed as follows in Equations (8)- (14) which are based on the mathematical implementation of block 1 in Figure 3 for converting a bi-level into a single-level optimization structure. The primary feature here is considering the elastic/inelastic demand input from the first-level constraints topology with the aim of maximizing the profit margin of strategic GENCOs in an energy market structure.
[2] Second-level constraints
The above terms of constraints are expressed as follows in Equations (16)- (19) which are based on the mathematical implementation of block 2 in Figure 3 for converting bi-level into a single-level optimization structure. The primary feature here is taking into account the optimization criterion of reducing operational costs which maximizes social welfare as inputs for the second-level constraints' topology with the aim of using the KKT conditions [11] considering equilibrium constraints of MPEC and linearization by MILP to emulate output constraints to complete the linearization process.
[3] Dual constraints from enforcing Primal-dual transformations to Third-level computations
This constraint is considered in the emulation structure of block 3 of Figure 3 based on MPEC framework proposed for specific investment incentives under uncertainty scenarios as follows:
[4] Complementarity constraints of the KKT conditions
The proposed Bi-level model can be converted to a single-level optimization structure using KKT conditions and mathematical equilibrium constraints of MPEC so that Mixed-Integer Linear Programming (MILP) by linearization. This constraint is considered of block 4 of Figure 3 , which is as follows:
In the above, these complementarity conditions are nonlinear and highly non-convex in implementation. For linearization, note that each complementarity condition of the form 0 ≤ a ⊥ b ≥ 0 is equivalent to a, b ≥ 0, a ≤ τM, b ≤ (1 − τ)M, τ ∈ {0, 1}, where M is a large enough constant to satisfy the above.
Case Studies
The efficiency of the earlier proposed framework and algorithmic implementation is examined through different case studies. The first case study is comprised of a differentially separated small form two area power system network with six power buses. The second case study is considered as a large form area transmission network with high voltage 400/230 KV transformers integration based on the MAZANDARAN regional electric company (MREC) transmission network, being part of IRAN's interconnected power system innovation consortium.
Six-Bus Power Transmission Network
The studied power network is depicted in Figure 5 , which is composed of two deferentially separated areas (north and south zones) being interconnected by two tie-lines. The parameterization data associated with each unit and all demands' characteristics for this network were adopted from [36] . Accordingly, for the purpose of simplification and optimization, it is assumed that capacities of the tie-lines are limited to 450 MVA under available investment budget assumed to be 50 million euros (e). Regarding investment considerations by the rival producers/suppliers, the selection of peak technology only and implementation of all new units on bus 4 only are assumed. It is also assumed that 10% of new capacity units are purchased in a contractual framework where contractual price is assumed to be 33 (e/MWh). Thereby, the capacity payment rate can be assumed to be 5 (e/MWh), which is applied to all available units. The Forced Outage Rate (FOR) of new and existing units are then assumed to be 0.03 and 0.05, respectively. For simplification, four different scenarios are considered for emulating investment incentive strategies and policy implementation by producers, as follows: Scenario-1: No investment over the planning period with the probability of 10%. Scenario-2: Investing 350 MW on the bus 4, with the probability of 50%. Scenario-3: Investing 400 MW on the bus 4, with the probability of 25%. Scenario-4: Investing 450 MW on the bus 4, with the probability of 15%.
In order to emulate impacts of different incentivizing policies on overall capacity expansions and economic indices of the market topology, the above four policy models are considered as: Energy Only (EO), Capacity Payment (CP), Firm Contract (FC) and Hybrid (H) (that incorporates both capacity payment and firm contract). The proposed model is solved using Solver CPELX (IBM ILOG CPLEX Solver, 11.0.1, Armonk, NY, USA) for a high performance solver for Mixed Integer Programming (MIP).
For validation of the simulation model, the static model initialization and parameterization [36] were implemented at first. Conventionally [36] , the total profit and total constructed capacity over the planning period have been obtained as 32.2 Me and 700 MW, respectively. After validation of simulation for the EO market, as the base case of initialization, the model was further extended to study impacts of investment incentives on generation capacity expansion from a dominant producer perspective. Figure 6 illustrates the location of capacity constructed by the strategic producer as well as kinds of installed capacities. For instance, the total and the base installed capacities in the EO market are 700 MW and 500 MW, respectively, thereby resulting 200 MW investment in the peak technology. In addition, the generation expansion planning results for different market designs are given in Figure 7 , which shows the average market prices, the net profit of investor, the Net surplus of strategic producer, rival, and consumers. 
Kind of market
Energy Only Policy
In this policy, the total capacity added by the strategic producer in the planning horizon is equal to 700 MW (200 MW peak and 500 MW base technologies thresholds). In this case, 500 MW base technology is constructed by strategic producer at Bus 4 due to high energy consumption, and the absence of any generation unit. In addition, a 200 MW peak technology unit is constructed at Bus 5 because there is also a 20 MW unit with high operation cost at this bus, which is also distinctly located at the north area.
It is worth noting that the average energy market price is equal to 19.35 (e/MWh). In this case, the market-clearing price is affected by the type of generation units, transmission restrictions, localization of units/sub-units and the overall demand bid. The simulations show that the nodal prices are the same in northern and southern regions since transmission constraints are not overstepped in both regions followed from inter-regional transmission capacity that is less than the nominal value due to investments made in the southern region. Consequently, the price is the same in the entire network.
The profit of the investor (27.6 Me) consists of the expected profit obtained by selling energy of existing units and total profits associated with new units. In addition, the net surplus of consumers and the social welfare are equal to 55.3 Me and 173 Me, respectively.
Firm Contract Policy
In this policy structure, the total profit of the investor is equal to 130 Me, which shows significantly an increasing trend with respect to the EO policy. In this case, the strategic producer has totally added 3300 MW over the planning period. All of the capacity constructions are peak technologies because of their lower investment costs than that of the base technologies. During the planning period, the investment in peak units leads to increasing in the overall market price due to the high cost of operation; consequently, the average market price in FC policy is increased by 1.50%. Therefore, the net surplus of the consumer is decreased by 6.69%. In addition, social welfare is increased by 7.86% compared to EO policy. This trend has the same effect on the net surplus of producers; however, in this case, the net surplus of producers is increased by 14.65% compared to the EO policy. It is worth noting that the strategic producer benefit is more than that of the rival producers in the FC policy since the net surplus of the strategic producer is increased by 24% so that that of the rival producers is increased by 1.81%. In addition, demand peak and energy consumption are also increased by 31.42% and 0.46%, respectively.
According to results of FC policy, the investment in base technologies is low, even at big contract volumes. Moreover, the energy produced by non-strategic producers is increased by 7.08% so that output of strategic units is decreased by 6.02% compared to the EO policy. Therefore, 56% of demands is successfully supplied by the non-strategic producers, where the rest of the demands can rely on the strategic producer.
Capacity Payment Policy
In this policy, the invested capacity by the strategic producer is equal to 3300 MW, all for the peak technology. Furthermore, the peak demand is increased by 31.42% compared to EO market design. In this case, the average market price is increased by 7.03% and 5.45%, respectively, compared to those of EO and FC policies. The social welfare and consumers surplus in CP in comparison with those of EO policy are decreased by 17.63% and 19.19%, respectively. Furthermore, in comparison with FC policy, the social welfare and consumers surplus are decreased by 23.63% and 13.39%, respectively. It is noted that social welfare depends on the demands, the market-clearing price and operation cost of units. As a result, the net surplus of producers is decreased by 16.99% in CP policy in comparison with the EO policy. This causes the net surplus of other producers to be increased by 16.13% while the net surplus of strategic producer is decreased by 41.11% in this case. The total profit of investor comprises four components: the expected profits obtained by the selling energy of existing units in the spot market, the capacity payments for maintaining production for the total capacity of the new units, maintaining productions for the total capacity of both the operational existing and new units. The simulations show that the energy produced by a non-strategic producer is increased by 13% compared to that of FC market design. In addition, the production of new strategic units compared to its total production is as much as 86% in FC policy, while this rate is limited to 79% in CP policy.
Smart Hybrid Market
In the hybrid market, construction of new units are increased by 3300 MW in the peak technology compared to the EO design. The average market price is decreased by 0.31% and 5.46% compared to FC and CP policies, respectively, because of different kinds of investment. However, the market price is increased by 1.19% compared to EO policy. In addition, the social welfare is increased by 8.09%, 31.22% and 0.21%, compared to EO, CP and FC markets, respectively. On the other hand, the total profit of investors is increased by 93.07% and 58.86% compared to FC and CP policies, respectively. The total profits is comprised by five terms that are the expected profit obtained by selling energy of existing units in the spot market, the expected profits of the strategic investor obtained by selling a pre-determined part of production in a firm contractual market, the expected profits obtained by the capacity payments for new units, the expected profits obtained by the capacity payments of the existing units and the cost of operation of new units. The total profit in the hybrid market is more than others so that the total profit of strategic producer in the hybrid market is 9, 1.59 and 1.93 times higher than those of EO, CP and FC markets, respectively. As a result, it can be concluded that the hybrid policy makes a strategic producer better off in the investment. Figure 8 shows the total energy produced by units for different market design. Energy produced by the new strategic unit in CP, FC and H policies is decreased by 28.64%, 7.16% and 3.36% compared to EO designs, respectively. In addition, the energy produced by the new strategic units in FC and H markets are increased compared to the CP market. There is more interest in investing in peak technologies to benefit from investment incentives in all market designs, while the possibility of investment in base technology is very low. Energy produced by the existing strategic units is increased by 18.03% in CP policy compared to EO design. However, those of FC and H policies are decreased by 3.94% and 3.24% compared to EO policy, respectively. Energy produced by the non-strategic strategic units in CP, FC and H policies are increased by 22.26%, 7.08% and 5.43% compared to EO design, respectively.
The net surplus of non-strategic producers in the CP market are 16%, 14% and 15% more than those of EO, FC and H markets, respectively. As a result, it can be concluded that CP policy makes non-strategic better off in the long term. The net surplus of Consumers is considered as a measure of the effect of various designs of the market on consumer welfare. The net surplus of Consumers is 55.3 Me, 44.69 Me, 51.6 Me, and 52.4 Me in the EO, CP, FC, and H designs, respectively. In terms of levelized value (present worth of consumer surplus divided by present worth of consumption), these equalled 5.09 e/MWh, 4.12 e/MWh, 4.73 e/MWh, and 4.82 e/MWh, respectively. As a result, EO policy makes consumers better off in the long term. Table 1 shows the reliability indices of various markets. Network reliability depends on the number of invested units, their capacity and the energy consumption so that it is observed that investment incentives improve the reliability indices. 
Energy
MREC Transmission Network
Single-line diagram of MREC transmission network is shown in Figure 9 . The horizon year is specified with three different demand blocks, namely peak, shoulder and off-peak. The considered weighing factors associated with each demand blocks (peak, shoulder and off-peak) are assumed to be 20%, 50% and 30%, respectively. The price bids of the demands are 35.75, 28.721, and 27.357 (e/MWh) for peak, shoulder, and off-peak blocks, respectively. In the planning, the weighting factor of the off-peak and shoulder blocks is considered to be 25% and 60% of the associated forecasted peak demand. For the sake of simplicity, each demand considers one bid per block. The candidate buses for construction of the new units are assumed to be AMOL, KORDKOY, GORGAN, DARYASAR and MINODASHT, which have 230 kV voltage levels. It is assumed that the strategic GENCO has a total of 2195 MW as existing units, which are connected to busses NEKA4 and NEKA2, as indicated in Figure 9 . Moreover, there is one non-strategic GENCO that has 960 MW installed capacity in total as existing units. The operation costs of the existing units are presented in Figure 10 . Susceptance of the transmission lines in the base of 100 MVA. The available transmission capacity in MW and capacity of existing generation are shown in Figure 9 . In addition, susceptances of existing transformers are given in this figure. The total capacity of existing units in the network is 3155 MW, where the shares of strategic and of non-strategic GENCOs are 69.6% and 31.4%, respectively. Two cases, namely elastic and inelastic demand, are simulated and analysed. The results of the above studies using Solver CPELX software GAMS are in Figure 10 . Analysis of the results of the case studies is presented in the following. 
Analysis of Elastic Demands
Energy Only Policy
In the EO policy, the total capacity added by the strategic GENCO in the planning is equal to 1150 MW (650 MW peak technologies and 500 MW base technologies). The average market price over the planning is 33.14 (e/MWh). In addition to affecting investment decisions on the market price, the capacity additions have been reflected on the other economic measures, such as total profit. In this respect, the demand peak and the total profit of strategic GENCO are equal to 3337.167 (MW) and 240.9 (Me), respectively. Simulation results show that the average market prices of buses are different in the peak and shoulder duration because of the transmission constraints. In the off-peak period, the average market prices of the buses are the same because transmission constraints are not overstepped. In addition, under off-peak duration, units consisting second marginal costs are committed to supply consumers so that the offers of strategic GENCOs is equal to the operating costs of rival units (i.e., 18.6 (e/MWh)). The offers of strategic GENCO can decrease due to investing of rival GENCOs on peak unit having operating cost equal to 14.72 (e/MWh).
Firm Contract Policy
The total capacity constructed by the strategic GENCO in the planning is equal to 3300 MW all in peak technologies. The FC market design encourages investment in peak technologies, while base technologies are invested in the EO policy. Moreover, among peak technologies, the investor tends to construction of units having maximum capacity. Therefore, the peak unit is preferred to be constructed. It should be mentioned that this interest to build high-capacity units is constrained by available investment budget. The total profit of the strategic GENCO is increased by 46.45% compared to EO policy. The demand peak is increased by 3.45% compared to EO policy. The average market price in the FC policy is the same as that of the EO policy. Simulation results show that the strategic GENCO s offer may be decreased to the offer of rival units in the shoulder and especially in the off-peak duration.
Capacity Payment Policy
In this case, the strategic GENCO has totally constructed 3300 MW all in peak technologies in the planning horizon. Thus, CP design encourages investment in peak technologies. All of the capacity constructions are peak technologies because its investment cost is lower than than that of base technologies. Moreover, among peak technologies, the investor tends to construct units having maximum capacity. Therefore, the peak unit has been preferred to be constructed, which is also constrained by available investment budget. During the planning period, investment in peak units leads to an increase in the market price due to their high operation cost. The total profit of the strategic GENCO has been significantly increased compared to EO policy (i.e., 1.88 times higher than that of in the EO market). The demand peak has been increased by 3.45% compared to EO policy. The average market price in the CP policy is the same as those of the EO and FC policies.
Hybrid Policy
The total capacity constructed by the strategic GENCO in the planning horizon is equal to 3300 MW all in peak technologies. Thus, H design encourages investment on peak technologies. Moreover, among peak technologies, the investor tends to construction of units having maximum capacity. In this case, all budgets are used for the construction of new units. In the presence of investment incentives, 49.5 Me were spent for construction of 3300 MW. It is noted that combinations of constructed capacity are different in various markets. The total profit of the strategic GENCO is increased by 140%, 27% and 64%, compared to the EO, CP and FC markets, respectively. The demand peak is increased by 3.45% with respect to EO policy. The average market price in the FC policy is the same as the EO policy. The strategic GENCO s offer may be decreased to offer of rival units in the shoulder and especially in the off-peak. Figure 10b shows the results with the assumption of a price cap of 25 (e/MWh) for this case. The average market prices are equal to 22.08, 22.89, 22.96 and 22.84 (e/MWh) for EO, FC, CP and hybrid policies accordingly. The market-clearing prices in the presence of inelastic demands are lower than those in the presence of elastic demands. Figure 11 shows the market-clearing price as a function of changing in the price cap. Offers of the strategic GENCO have been equal to price cap, especially in peak duration when the price cap is increased; consequently, the market price is increased. However, in off-peak, offer of strategic GENCO is less than that of non-strategic GENCO, i.e., operating costs of non-strategic GENCO. Therefore, the average market price increases when the price cap is increased in peak and shoulder duration. The total profit of the strategic GENCO is equal to 108.34, 257.68, 413.656 and 473.424 (Me) for EO, FC, CP and hybrid policies. It is observed that the total profit of the strategic GENCO in the presence of inelastic demands is lower than the case of elastic demands. Therefore, the price cap can affect the willingness to invest, net profit and net surplus of demands. 
Analysis of Inelastic Demands
Conclusions
A novel bi-level framework was presented to study impacts of investment incentives on GEP in restructured power systems under uncertainty from the perspective of the price maker GENCO for both elastic and inelastic demands. Investment incentives are capacity payment and firm contract. In this paper, a new emerging concept of smart hybrid energy markets including both capacity payment and firm contract is introduced. In this model, supply function and different scenarios have been used for spot markets and investment of non-strategic GENCOs, respectively. Two case studies have been considered and analyzed in detail. The features of the proposed model and the simulations carried out allow for deriving the following conclusions:
The investment incentives including the markets CP, FC and smart hybrid increase the willingness to invest, the total profit of investor and energy consumption in comparison with EO policy. In addition, investment incentives encourage investment in peak technologies. All budgets are used for constructing new units in the CP, FC and smart hybrid market. However, the composition of investment options is different in CP, FC and hybrid design. The investor tends to construction of units having larger capacities which have constrained investment budgets. The energy produced by new strategic units in FC and smart hybrid markets increases compared to CP policy. In addition, the smart hybrid policy improves system reliability as well as other incentives. The total profit in the smart hybrid market is more than the other market designs. In all designs with the inelastic demand, the willingness to invest in new units and the total profit has been influenced by the price cap and total profit of the strategic GENCO is second to elastic demands. 
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